= “N.D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certificate Company

TEST REPORT
ULR No.:TC1561725000010822F Format No.: NDI/FM/50
Certificate No : NDI/WTR/25-26/04820 Dated : 12/11/2025
UID No : NDI/WTR/25-26/04820 Page No.: 1 of 2
Sample Drawn By : N.D. International LAB LLP
Name of Customer : Lakshmipat Singhania Academy
Address . 12B, Alipore Road, Kolkata-700027
Description of Sample + Drinking Water
Collection Source : RO Plant
Sampling Done by : A.Chakraborty
Environmental Condition : Temperature :28°C, Humidity : 70% Sample Quantity :2.210tr
Sample Drawn on : 07/11/2025 Sample Receivedon  ; 07/11/2025
Analysis Started on : 07/11/2025
Analysis Completed on 1 12/11/2025
Method of Sampling 1 18-1622:1981, 1S-17614:(P-25):2022 (Bact), IS-17614:(P-5):2021(Chem)
Mode of Sampling : Grab Sampling Plan : NDI/FM/52A
TEST RESULT
SI.No. Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
Organoleptic & Physical Parameters
1 Colour IS 3025 (Part 4) Hazen <1 (DL:1.0) Max 5.0 Max 15
2 Odour E 1S 3025 (Part 5) - Agreeable Agreeable Agreeable
3 pH at 25°C APHA (24th Edition) 4500 H+ B _ - 6.9 6.5-8.5 No relaxation
4 Taste IS 3025 (Part 8) - Agreeable Agreeable Agreeable
S Turbidity. APHA (24th Edition) 2130B NTU <1 (DL:1.0) Max 1.0 Max 5.0
6 Total Dissolved Solids. APHA (24th Edition) 2540C mag/l 316 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable
7 Calcium (as Ca) APHA (24th Edition), 3500-Ca B mag/l 28.51 Max 75.0 Max 200
8 Chioride (as CI). APHA (24th Edition)4500 CI B mg/| 102.6 Max 250 Max 1000

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.

107B, Block-F, New Alipore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (D?rect),_ Mob.; 9830654565, 9830789456
' E-mall : ndinternational@gmail.com, Website : www.ndinternational.in



ULR No.:TC1561725000010822F

Certificate No : NDI/WTR/25-26/04820

UID No : NDI/WTR/25-26/04820
Sample Drawn By :

TEST REPORT

N.D. International LAB LLP

= “N.D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certificate Company

TC - 15617

Format No.: NDI/FM/50
Dated : 12/11/2025
Page No.: 2 of 2

SI.No. Parameters Test Method Unit Results Norms as per IS 10500:2012

Acceptable | Permissible
Limit Limit

9 Iron (as Fe) APHA (24th Edition), 3500-Fe B mg/l <0.1 (DL:0.1) Max 0.3 No relaxation

10 Magnesium (Mg) APHA (24th Edition) 3500-Mg mag/| 9.62 Max 30.0 Max 100

11 Sulphate (as SO4). APHA (24th Edition), 4500-S04 E mg/l 21.01 Max 200 Max 400

12 Total Alkalinity as CaCO3. APHA (24th Edition), 2320 B mag/l 123 Max 200 Max 600

13 Total Hardness (as CaCO3). APHA (24th Edition) 2340 C mg/l 110.88 Max 200 Max 600

Microbiological Test Parameters

14 Total Coliform in cfu(Membrane IS 1622 cfu/100mi Absent Not Detectable | Not Detectable

Filteration)
15 Detection of E. coli MF 1S 1622 cfu/100ml Absent Not Detectable | Not Detectable

Note : DL: Detection Limit. Max: Maximum.
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically: Satisfactory for the above tested parameters.
Statement of Conformity is applied considering Decision Rule as per ISO Guide 98-4.
***End of Report***

FOR N.D. INTERNATIONAL LAB LLP FOR N.D. RNATIONAL LAB LLP

S~ P ¥
Sweta Mukherjee Sutapa Patra
(Microbiologist) Quality Manager
Authorized Signatory Authorized Signatory y y
1. The test report shall not be réproduced,except in full without written approval of the company. '[V‘M e 5
2. Results relate only to the parameters tested. /"'i; ] ,“ ]V

3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.

1078, Block-F, New Alipore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (D_irect),_ Mob.: 9830654565, 9830789456
| E-mail : ndinternational@gmail.com, Website : www.ndinternational.in



N. D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certified Company

TEST REPORT
ULR No.:TC1561725000006001F Format No.: NDI/FM/50
Certificate No : NDI/WTR/25-26/02446 Dated : 28/07/2025
UID No : NDI/WTR/25-26/02446 Page No: 1 of 2
Sample Drawn By : N.D. International LAB LLP
Name of Customer : Lakshmipat Singhania Academy
Address . 12B, Alipore Road, Kolkata-700027
Description of Sample . Drinking Water
Collection Source « Bth Floor Tap Water
Sampling Done by - S.Rajak
Environmental Condition : Temperature :29°C, Humidity : 59% Sample Quantity 22t
Sample Drawn on : 23/07/2025 Sample Received on  : 23/07/2025
Analysis Started on 1 23/07/2025
Analysis Completed on : 28/07/2025
Method of Sampling © 1S-1622:1981, 1S-17614:(P-25):2022 (Bact), 1S-17614:(P-5):2021(Chem)
Mode of Sampling . Grab Sampling Plan : NDIFM/52A
TEST RESULT
SI.No. Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
Organoleptic & Physical Parameters
1 Colour 1S 3025 (Part 4) Hazen <1 (DL:1.0) Max 50 Max 15
2 Odour - IS 3025 (Part 5) - Agreeable Agreeable Agreeable
3 pH at 25°C APHA (24th Edition) 4500 H+ B - 6.5 6.5-85 No relaxation
4 Taste IS 3025 (Part 8) - Agreeable Aargeable Agreeable
5 Turbidity. APHA (24th Edition) 2130B NTU <1 (DL:1.0) Max 1.0 Max 5.0
5 Total Dissolved Sclids. ‘ APHA (24th Edition) 2540C mg/l 42 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable
7 Calcium (as Ca) APHA (24th Edition), 3500-Ca B mall 1.6 Max 75.0 Max 200
8 Chloride (as Cl). APHA (24th Edition)4500 CI B ma/l 13.20 Max 250 Max 1000

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.

1078, Block-F, New Alipore, Koikata-700 053, Phone - 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456
E-mail | ndinternational@amaii.com, Website  www. ndinternationalin



N. D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certified Company

TEST REPORT
TC - 15617
ULR No.:TC1561725000006001F Format No.: NDUFM/5S0
Certificate No : NDI/WTR/25-26/02446 Dated : 28/07/2025
UID No : NDI/WTR/25-26/02446 Page No.: 2 of 2
Sample Drawn By : N.D. International LAB LLP
|5|-|_N|0- Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
g Iron (as Fe) APHA (24th Edition), 3500-Fe B mag/l <0.1(DLO.1) Max 0.3 No relaxation
10 Magnesium (Mg) APHA (24th Edition) 3500-Mg mafl 0.48 Max 30.0 Max 100
11 Sulphate {as S04). APHA (24th Edition), 4500-504 E mg/l <5 (DL:5.0) Max 200 Max 400
12 Total Alkalinity as CaCO3. APHA (24th Edition), 2320 B mg/l 24 Max 200 Max 600
13 Total Hardness (as CaCO3). APHA (24th Edition) 2340 C ma/l 6 Max 200 Max 800
Microbiological Test Parameters
14 Total Coliform in cfu(Membrane 1S 1622 cfu/100ml Absent Not Detectable | Not Detectabie
Filteration)
15 Detection of E. coli MF 15 1622 cfu/100ml Absent Not Detectable | Not Detectable

Note : DL: Detection Limit. Max: Maximum.
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically: Satisfactory for the above tested paramsters.
Statement of Conformity is applied considering Decision Rule as per ISO Guide 98-4.
***End of Report***

FOR N.D. INTERNATIONAL LAB LLP
\

Sweta Mukherjee
(Microbiologist)

Authorized Signatory
1, The test report shall not be reproduced,except in full without written approval of the company.

2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.

CEO

Authorized Signatory
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N. D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certified Company

TEST REPORT

ULR No.:TC1561725000002120F
Certificate No : NDI'WTR/25-26/00418
UID No : NDI/WTR/25-26/00418

Sample Drawn By :

N.D. International LAB LLP

TC - 15617
Format No.: NDI/FM/50
Dated : 28/04/2025
Page No.: 1 of 2

Name of Customer
Address

Description of Sample
Co%}ection Source

Sampling Done by
Environmental Condition
Sample Drawn on
Analysis Started on
Analysis Completed on

. Lakshmipat Singhania Academy
*. 12B, Alipore Road, Kolkata-700027

. Drinking Water
. RO Plant

: S.Mondal

+ Temperature :37°C, Humidity :60%
1 23/04/2025

: 23/04/2025

: 28/04/2025

Sample Quantity
Sample Received on

22 LTR
1 23/04/2025

Method of Sampling

. 15-1622:1981, 1S-17614:(P-25):2022 (Bact), IS-17614:(P-5):2021(Chem)

Mode of Sampling : Grab Sampling Plan : NDI/FM/52A
TEST RESULT
SI.No. Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit

Organoleptic & Physical Parameters
1 Colour 1S 3025 (Part 4) Hazen <1.0 (DL:1.0) Max 5.0 Max 15

2 Odour IS 3025 (Part 5) - Agreeable Agreeable Agreeable
3 pH at 25°C APHA (24th Edition) 4500 H+ B 6.5 6.5-8.5 No relaxation
4 Taste IS 3025 (Part 8) B Agreeable Agreeable Agreeable
5 Turbidity. APHA (24th Edition) 21308 NTU <1.0 (DL:1.0) Max 1.0 Max 5.0

[ Total Dissolved Solids.’ APHA (24th Edition) 2540C mg/l 30 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable
7 Calcium (as Ca) APHA (24th Edition), 3500-Ca B ma/l 0.78 Max 75.0 Max 200
8 Chloride (as Cl_). APHA (24th Edition}4500 CI B mg/l 9 Max 250 Max 1000

1. The test report shall not be reproduced,except in full without written approval of the company.

2. Results relate only to

the parameters tested.

vs from the date of issue of certificate.

1078, Block-F, New Alipore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456

E-mail ; ndinternational@gmail.com, Website : www.ndinternational.in




N.D. INTERNATIONAL LAB LLP

GOVERNMENT REGISTERED
An ISO 9001:2015 Certified Company

TEST REPORT

ULR No.:TC1561725000002120F

Certificate No : NDI/WTR/25-26/00418

UID No : NDI/WTR/25-26/00418
Sample Drawn By :

N.D. International LAB LLP

TC - 15617
Format No.: NDI/FM/E0
Dated : 28/04/2025
Page No.: 2 of 2

-

ISI.No. Parameters Test Method Unit Resuits Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
9 Iren (as Fe) APHA (24th Edition), 3500-Fe B my/l <0.1 (DL:0.1) Max 0.3 No relaxation
10 Magnesium (Mg) APHA (24th Edition) 3500-Mg magil 0.5 Max 30.0 Max 100
1 Sulphate (as S04). APHA (24th Edition), 4500-S04 E mall <5.0 (DL:5.0) Max 200 Max 400
12 Total Alkalinity as CaCO3. APHA (24th Edition), 2320 B ma/l 10 Max 200 Max 600
13 Total Hardness (as CaCO3). APHA (24th Edition) 2340 C ma/l 4 Max 200 Max 800
Microbiological Test Parameters
14 Total Coliform in cfu{Membrane IS 1622 cfu/100ml Absent Not Detectable | Not Detectable
Filteration)
15 Detection of E. coli MF 1S 1622 cfu/100ml Absent Not Detectable | Not Detectable

Note : DL: Detection Limit Max: Maximum
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically : Satisfactory for the above tested parameters.
Statement of Conformity is applied considering Decision Rule as per 1SO Guide 98-4.
“**End of Report***

FOR N.D. INTERNATIONAL LAB LLP N:B. INTERNATIONAL LAB LLP

) \ | | :'-_.. | .'-‘,'--.|I.-:. ?/{4’,\
Sweta Mukherjee .De
{Microbiologist) \
Authorized Signatory Authorized Signatory

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
' i i e date of issue of cerificate.

1078, Block-F, New Alipore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456
E-mall : ndinternational@gmail.com, Website : www.ndinternational.in




N. D. INTEENATIONAL

GOVERNMENT REGISTERED
An 1SO 9001:2015 Company | Certificate : 22DQMS20
TEST REPORT

ULR No.:TC591025000000745F Format No.: NDI/FM/50
Certificate No : NDI/WTR/24-25/05240 Dated : 24/01/2025
UID No : NDI/WTR/24-25/05240 Page No.: 1 of 2
Sample Drawn By ! N.D. International

Name of Customer : Lakshmipat Singhania Academy )
Address . 12B, Alipore Road, Kolkata-700027 ;
Descriplion of Sample : Drinking Water
Collection Source « RO Plant
Sampling Done by . 8. Mondal
Environmental Condition  : Temperature : 24°C, Humidity : 51% Sample Quantity 1 22LTR
Sample Drawn on . 18/01/2025 Sample Received on : 18/01/2025
Analysis Started on : 18/01/2025

Analysis Completed on : 23/01/2025
Method of Sampling © 18-1622:1981, 1S-17614:(P-25):2022 (Bact), 15-17614:(P-5):2021(Chem)
Mode of Sampling : Grab Sampling Plan : NDI/FM/52A
TEST RESULT
Si.No, Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit

Organoleptic & Physical Parameters

1 Colour IS 3025 (Part 4) Hazen <1.0.(DL:1.0) Max 5.0 Max 15

2 Odour IS 3025 (Part &) - Agreeable Agreeable Agreeable

& pH at 25°C APHA (24tH Editien) 4500 H+ B - 6.5 6.5-8.5 No relaxation
4 Taste 1S 3025 (Part 8) - Agreeable Agreeable Agreeable

5 Turbidity. APHA (24th Edition) 21308 NTU <1.0(DL:1.0) Max 1.0 Max 5.0

6 Total Dissclved Solids. APHA (24th Edltion) 2540C mg/l 38 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable

7 Calcium (as Ca) APHA (24th Edition), 3500-Ca B mag/l 08 Max 75.0 Max 200

8 Chloride (as CI, APHA (24th Edition)4500 CI B ma/l 9 " Max 250 Max 1000

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.

3. The remaining sample after test will be retained for days from the date of issue of certificate.

107B, Block-F, New Alipore, Kolkata:700 0_53. Phone : 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456
E-mail : ndinternational@gmail.com, Website : www.ndinternational.in |




L N. D. INTERNATIONAL

GOVERNMENT REGISTERED
An ISO 3001:2015 Company | Certificate : 23DQMS20
TEST REPORT

ULR No.:TC591025000000745F

Certificate No : NDI/WTR/24-25/05240

UID No : NDI/WTR/24-25/05240
Sample Drawn By :

N.D. International

Format No.: NDI/FM/50
Dated : 24/01/2025
Page No.: 2 of 2

Sl.No. Parameters Test Method Unit Results Norms as per IS 10500:2012

Acceptable | Permissible
Limit Limit

G Iron (as Fe) APHA (24th Edition), 3500-Fe B mg/l <0.1 (DL:1.0) Max 0.3 No relaxation

10 Magnesiurm (Ma) APHA (24th Edition) 3500-Mg mg/l 0.49 Max 30.0 Max 100

11 Sulphate (as SO4) APHA (24th Edition), 4500-504 E ma/l <50 (DL:5.0) Max 200 Max 400

12 Total Alkalinity as CaCQO3. APHA (24th Edition), 2320 B mg/l 24 Max 200 Max 600

13 Total Hardriess (as CaCQ3) APHA (24th Edition) 2340 C mag/l 4 Max 200 Max 600

Microbiological Test Parameters

14 Total Colifarm in cfu(Membrane 1€ 1622 cfu00ml Absent Not Detectable | Not Detectable

Filteration)
15 Detection of E. coli MF IS 1622 cfu/100ml Absent Not Detectable | Not Detectable

Note :

DL; Detection Limit. Max: Maximum.
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically: Satisfactory for the above tested parameters.

Statement of Conformily is applied considering Decislon Rule as per 1ISO Guide 98-4.
***End of Report***

FOR N.D. INTERNATIONAL

= " ———
Sweta Mukherjee
(Microbiologist)

Authoerized Signatory

OR'NID. INTERNATIONAL

xg. De
CE

Authorlzéd Signatory

1. The test report shall not be reproduced.except in full without written approval of the company.
2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for days from the date of issue of certificate.

1078, Block-F, New Alipore; Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456
E-mall : ndinternational@amail com Website * wwiwv ndinternational in



N. D. INTERNATIONAL

GOVERNMENT REGISTERED
An I1SO 9001:2015 Company | Certificate : 23DQMS20

TEST REPORT
TC - 5910
ULR No.:TC591024000006297F Format No.: NDI/FM/S0
Certificate No : NDI/WTR/24-25/02000 Dated : 12/08/2024
UID No : NDI/WTR/24-25/02000 Page No.. 1 of 2
Sample Drawn By : N.D. International
Name of Customer : Lakshmipat Singhania Academy
Address . 12B, Alipore Road, Kolkata-700027
Description of Sample : Drinking Water
Collection Source - Washing Area 1st Floor Tap Water
Sampling Done by - Mr. S. Rajak
Environmental Condition : Temperature : 29°C, Humidity : 57% Sample Quantity : 2 Lir,
Sample Drawn on : 06/08/2024 Sample Received on  : 07/08/2024
Analysis Started on : 07/08/2024
Analysis Completed on  : 12/08/2024
Method of Sampling  1S-1622:1981, 18-17614:(P-25):2022 (Bact), 1S-17614:(P-5):2021(Chem)
Mode of Sampling : Grab Sampling Plan + NDI/FM/52A
TEST RESULT
ISI.No. Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
Organoleptic & Physical Parameters
1 Cuolour 1S 3025 (Part 4) Hazen <1.0(DL:1.0) Max 5.0 Max 15
2 Odour IS 3025 (Part 5) - Agreeable Agreeable Agreeable
3 pH &t 25°C APHA (24th Edition) 4500 H+ B - 6.5 6.5-8.5 No relaxation
4 laste IS 3025 (Part 8) - Agreable Agreeable Agreeable
5 Turbidity APHA (24th Edition) 21308 NTU <1.0 (DL:1.0) Max 1.0 Max 5.0
6 Total Dissolved Solids. APHA (24th Edition) 2540C ma/l 32 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable
7 Calcium (as Ca) APHA (24th Edition), 3500-Ca B ma/l 0.8 Max 75.0 Max 200
8 Chloride (as Cl), APHA, (24th Edition)4500 CI B mg/l 12 Max 250 Max 1000

1. The test report shall not be reproduced,except in full without written approval of the company.
2 Resulls relate only to the parameters tested.
3. The remaining sample after test will be retained for days from the date of issue of certificate.

1078, Block-F, New Alipare, Kolkata-700 0;’13. Phone - 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob - 9830654565, 9830783458
E-mail . ndinternational@gmail com, Website : www.ndintemational.in




] N. D. INTERNATIONAL
GOVERNMENT REGISTERED
An ISO 9001:2015 Company | Certificate : 23DQMS20
TEST REPORT

TC - 5910
Format No.: NDI/FM/S0

Dated : 12/08/2024
Page No.: 2 of 2

ULR No,:TC591024000006297F
Certificate No : NDI/WTR/24-25/02000
UID No : NDI/'WTR/24-25/02000

Sample Drawn By : N.D. International
Sl.No. Parameters Test Method Unit Results Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
g Iren (as Fe) APHA (24th Edition), 3500-Fe B mag/l <0.1 (DL:0.1) Max 0.3 No relaxation
10 Magnasium (Mg) APHA (24th Edition) 3500-Mg mall 0.49 Max 30.0 Max 100
1 Sulphate {as SO4). APHA (24th Edition), 4500-S04 E ma/l <5.0 (DL:5.0) Max 200 Max 400
12 Tt;lal Alkalinity as CaCO3, APHA (24th Edition), 2320 B mg/l 8 Max 200 Max 600
; _I ;l;‘lhr;ardness (as CaCO3). APHA (24th Edition) 2340 C mag/l 4 Max 200 Max 600
Microbiological Test Parameters
? N Tetal Coliform/100ml @ 37°C for 24 IS 1622 - Absent Not Detectable | Not Detectable
hours
15 Detaction of E. colif100 ml @ 1S 1622 - Absent Not Detectable | Not Detectahle
44 5°C for 24 hours

Note : DL-Detection Limit, Max-Maximum,
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically: Satisfactory for the above tested parameters.
Statement of Conformity is applied considering Decision Rule as per ISO Guide 98-4.
***End of Report***

D, i‘manmnonm.

FOR N.D. INTERNATIONAL

? : . { "
Sweta Mukherjee i i
(Microbiologist) CEO
Authorized Signatory Authorized Signatory

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
3, The remaining sample after test will be retained for days from the date of issue of certificate.

1078, Black-F, New Alinore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines). 4021 6600 (Direct), Mob. 9830654565, 8830789456
E-mail . ndintemational@gmail.com, Website : www.ndinternational in
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THE KOLKATA MUNICIPAL CORPORATION
CENTRAL LABORATORY (WATER SECTION), HEALTH
1A, HOGG STREET, KOLKATA - 700087

WATER TEST REPORT T
) Ref. No. CL/WTR/OPS- 04/24-25
Name of Client and Address: Receipt number with date E/2024/ 1496, dated ( 08/05/2024
LAKSHMIPAT SINGHANIA T — —— Dk watar ===
AGATEIYY Sample Received F N or Purifier
12 B, ALIPORE ROAD, Pincode - |~ ecelvedfrom | Water Purifier -
700027 Sample Received On 15/05/2024
Water Analysis Result
Mlcrobinlogical Analysis
[ Limit as per Drinking | T
Sl. Characteristic Water Standard; Test Method Result
No. 1S:10500, 2012 ‘
’»1. Total Coliform Count/100m| NotDetectable | 15151852016 |  Not Detected |
2. Fecal Coliform Count/100ml Not Detectable IS 1!_5185_~Z_Gla— ' —N& Dete@ ]
I L . I B . |
(B) Chemical Analysis
| si | As per Drinking Water
No. Test Parameter Test Method Standard: Result
15:10500:2012
Acceptable Permissible
Limit Limit o
1. | pHvalue at 25°C | IS 3q2§(gart 11):1984(RA 2012) | 6.5-85 | No Relaxation 663
| 2. | Turbidity in NTU IS 3025(Part 10):1984(RA2012) 1 |5 | @27
3. | Chloride(as Cl) in mg/I IS 3025(Part 32):1988(RA2014) | 250 | 1000 | 2012
4. | Alkalinity (as CaCO;) in'mg/I | IS 302 025(Part 23):1986(RA2014) | 200 | 600 | 3834
5. o _
Yotal Hardness (asCaC08) | 1o ayipart 2413013 200 600 7.97
in mg/l
6. | Calcium(as Ca) in mg/| IS 3025(Part 40):1991(RA2014) 75 ) w0 | BOL
_7._| Magnesium(as Mg) in mg/| | IS 3025(Part 46):1994(RA2014) | 30| 00 | 181
8 —_ i
Total Dissolved Solid(TDS) | . 3025(Part 16):1984(RA2012) 500 2000 48.00
inmg/l
| 9. | Sulphate(as SO,) in NTU IS 3025(Part 24):1986(RA2014) 200 400 | 179
10. | Iron [as Fe)in mgﬂ IS 30g_5{_Pa5 53):1988(RA2014) | 03 | No Re_raxﬂm_ | 014

REMARKS: Water is potable in respect 4o the above parameters of IS 10500:2012

\Q{D\H
Dated: 21-05-2024 Analyst 9’

Central Laboratory
The Kolkata Municipal Corporation

ANALYST
CENTRAL LABORATORY
KMC




N.D. INTERNATIONAL __» %
GOVERNMENT REGISTERED % i
An ISO 9001 : 2015 Company Certificate : 18DQCMO2

Date: 20.12.2023

To Whom It May Concern

We certify that our team visited Lakshmipat Singhania Academy, situated at 12-8

Alipore Road, Kolkata 700 027 and after testing the water in the Academy have found
that the Academy is maintaining ciean and hygienic drinking water and fit for human
consumption with respect to mention test parameters in our report no.
NDI/WTR/2023-24/02944 Dated :-20.12.23
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m GOVERNMENT REGISTERED
. An ISO 9001:2015 Company | Certificate : 18DQCM02
TEST REPORT

TC - 5910
ULR No.:TC591023000008089F Format No.: NDI/FM/50
Certificate No : NDU/WTR/23-24/02044 Dated : 18/12/2023
Sample Drawn By : N.D. International Page No.: 1 of 2
Name of Customer : Lakshmipat Singhania Academy
Address . 12B, Alipore Road, Kolkata - 700027
Description of Sample - : Drinking W;ater
Collection Source - 2nd Floor Drinking Water Tap
Sampling Dnr!e by + Mr. Raju Ghosh
Environmental Condition : Temperature : 26°C, Humidity : 45% Sample Quantity 1 2.2 Ltr,
Sample Drawn on : 13/12/2023 Sample Received on : 13/12/2023
Analysis Started on : 13/12/2023
Analysis Completed on : 19/12/2023
#~  Method of Sampling . 1S-1622:1981, 1S-17614:(P-25):2022 (Bact), 1S-17614:(P-5):2021(Chem)
Mode of Sampling ; Grab Sampling Plan : NDI/FM/52A
TEST RESULT
ISI.No. Parameters Test Method Unit Results | Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
Organoleptic & Physical Parameters
1 Colour IS 3025 (Part 4) Hazen <1(DL:1) Max 5.0 Max 15
2 Odour IS 3025 (Part 5) - Agreeable Agreeable Agreeable
3 pH at 25°C APHA (23rd Edition) 4500 H+ B - 6.5 6.5-8.5 No relaxation
4 Taste IS 3025 (Part 8) - Agreeable Agreeable Agreeable
~ § Turbidity. : APHA(23rd Edition) 2130B NTU <1(DL:1) Max 1.0 Max 5.0
6 Total Dissolved Solids. APHA (23rd Edition) 2540C mg/l 32 Max 500 Max 2000
General Parameters Concerning Subtances Undesirable
7 Calcium (as Ca) APHA (23rd Edition), 3500-Ca B mg/l 0.9 Max 75.0 Max 200
8 Chioride (as Cl). APHA(23rd Edition)4500 CI B mg/l 9.8 Max 250 Max 1000
9 Iron (as Fe) APHA (23rd Edition), 3500-Fe B mg/l <0.1(DL:0.1) Max 0.3 No relaxation

1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.

1078, Block-F, New Alipore, Kolkata-700 053, Phone : 4021-6600-17 (18 Lines), 4021 6600 (Direct), Mob.: 9830654565, 9830789456
E-mail : ndinternational@gmail.com, Website : www.ndinternational.in
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TB 03515 An ISO 9001:2015 Company | Certificate : 18DQCMO02
TEST REPORT
TC - 5910
ULR No.:TC591023000008089F Format No.: NDI/FM/50
Certificate No : NDUWTR/23-24/02944 Dated : 19/12/2023
Sample Drawn By : N.D. International Page No.: 2 of 2
Fl.ﬂo. Parameters Test Method Unit Resuits Norms as per IS 10500:2012
Acceptable | Permissible
Limit Limit
10 Magnesium (Mg) APHA (23rd Edition) 3500-Mg mg/l 0.52 Max 30.0 Max 100
11 Sulphate (as SO4), APHA (23nd Edition), 4500-SO4 mg/l <5(DL:5) Max 200 Max 400
E
12 Total Alkalinity as CaCO3. APHA (23rd Edition), 2320 B mg/l 23 Max 200 Max 600
ﬁ
13 Total Hardness (as CaCO3). APHA(23nd Edition) 2340 C mg/l 4.4 Max 200 Max 600
Microbiological Test Parameters
14 Total Coliform/100mI @ 37°C for 24 IS 1622 cfu <1 (DL:1) Not Detectable | Not Detectable
hours
15 Detection of E. coli/100 mI @ IS 1622 - Absent Not Detectable | Not Detectable
44.5°C for 24 hours

Note : DL - Detection Limit, Max - Maximum, As per IS 10500:2012 Total Coliform should be Not Detectable/100ml, which is
equivalent to <1 Cfu/100 ml as per IS: 1622: 1981,
Remarks : Bacteriologically: Satisfactory for the above tested parameters. Chemically: Satisfactory for the above tested parameters.
Statement of Conformity is applied considering Decision Rule as per ISO Guide 98-4.
***End of Report***
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1. The test report shall not be reproduced,except in full without written approval of the company.
2. Results relate only to the parameters tested.
3. The remaining sample after test will be retained for 15 days from the date of issue of certificate.
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CERTIFICATE FOR SANITARY AND SEWAGE DISPOSAL
SYSTEM AT LAKSHMIPAT SINGHANIA ACADEMY
ROA TA - 700 027

_ This 1s %o cerdify that *the Sanitary Provision and Sewage Disposal System incomorated
-5 and in operation includes sufficlent fixtures and faciilies o sult the number of users in
the bullding &s persThe National Buikding code.

¥ The Sewage is connected lo the City Sewerage System,
L
For KOTHAR! & ASSOCIATES
NIBEDITA GHOSH
ARCHITECT
- SL Nn.' 28\1A
i‘;' L[ &95 !/ 12098
th Cigite
(MBEDITA GHOSH)  14m, Camuc Suerr s 1y
¢

B1 4350, 2281 42786, 2281 5300

00 017 Phone : (O
I VA om0 A TR M vl oS0 917 Fodo £ C) 201



